NOTES:
1. SEE DISTRICT STANDARD PLAN 701 FOR UTILITY NOTES.

DOMESTIC WATER LINE (3 INCH AND SMALLER) TRENCH

FINISH GRADE

SUBGRADE

COMPACTED BACKFILL

BEDDING

DOMESTIC WATER PIPE

TRACER WIRE

3" MIN

3" MIN

3" MIN

WARNING TAPE

1'-0" ±

30º MIN

TRAFFIC AREA

FINISH GRADE

WARNING TAPE

COMPACTED BACKFILL

BEDDING

DOMESTIC WATER PIPE

TRACER WIRE

3" MIN

3" MIN

3" MIN

24" MIN

NON-TRAFFIC AREA